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WITH METER AND GATE VALVES

1. WHEN IN PLACE , METER REGISTERS SHALL BE WITHIN 2 FEET OF FINISHED GRADE.
2. METER SHALL BE PROVIDED WITH REMOTE READING AND RECORDING BY SITEWIDE FMCS.

WATER METER INSTALLATION

SCALE: NONE

LBNL STANDARD
WATER METER INSTALLATION

DRAWN BY

DATE

CHECKED BY

APPROVED BY

CAD FILE PATH

SCALE

NTS

UNIVERSITY OF CALIFORNIA LAWRENCE BERKELEY NATIONAL LABORATORY

FACILITIES DIVISION

DRAWING NO.

U125

PROJECT NO.

SHEET

G:\Capital Projects\Procedures, Standards & Forms\Standards\CDDG\CDDG_Vol 3_Const_Dts\Part-1 — Civil_Site\SiteUtilities\U125 WATER METER INSTALLATION.dwg




